SECTION 01 64 00 - OWNER FURNISHED PRODUCTS

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Construction Drawings, Technical Specifications, Addenda, and general provisions of the Contract, including Contract General Conditions and Supplementary General Conditions and other Division 1 Specification Sections, apply to this Section.

1.2 SECTION INCLUDES

A. Requirements for installing Owner-furnished products, including providing miscellaneous items and accessories for a complete, functioning installation.

1.3 RELATED SECTIONS

A. Section 01 58 00 - Project Identification and Signage: Owner-furnished, Contractor-installed (OFCI) temporary signage.

1.4 PRODUCT HANDLING

A. Protection: Contractor shall use means necessary to protect the materials of this Section before, during, and after installation and to protect completed Work, including products installed by others.

B. Replacements: In the event of damage, Contractor shall immediately repair all damaged and defective Work to satisfaction of University's Representative, at no change in Contract Time and Contract Sum.

PART 2 - PRODUCTS

2.1 OWNER-FURNISHED/CONTRACTOR-INSTALLED (OFCI) PRODUCTS

A. Products Identified with Contractor Responsibility for Installation:

1. Contractor shall verify mounting and utility requirements for accepted products.

2. Contractor shall provide mounting and utility rough-ins for OFCI products.
   a. Rough-in locations, sizes, capacities and similar type shall be as indicated and required by product manufacturers.
   b. If the University substitutes items similar to those scheduled there shall be no change in rough-in cost, unless substitution occurs after rough-in has been completed or rough-in involves other mounting requirements, utilities of different capacity than those required by item originally specified.

3. For items Designated to Be Owner- or Vendor-Furnished: University or its vendor will furnish manufacturer's literature or information, shop drawings, or appropriate information for preparing required shop drawings.
B. Installation Instructions: Approved manufacturer’s printed descriptions, specifications and recommendations shall govern the Work, unless specifically indicated otherwise.

C. Electrical Components: Contractor shall comply with requirements specified in Division 26 - Electrical, including California Electrical Code (CEC).

D. Plumbing and HVAC Components: Contractor shall comply with requirements specified in Division 22 – Plumbing and Division 23 - HVAC, including California Plumbing Code (CPC) and California Mechanical Code (CMC).

2.2 OWNER-FURNISHED/CONTRACTOR-INSTALLED PRODUCT REQUIREMENTS

A. Products Furnished by University and Installed by Contractor:

1. Contractor shall coordinate delivery of OFCI products. University will furnish products to coincide with construction schedule.

2. University will:
   a. Furnish standard integral components of products.
   b. Deliver products to site. Contractor shall assist University in offloading products.

3. The Contractor shall:
   a. Receive products at site and give written receipt for product at time of delivery, noting visible defects and omissions; if such declaration is not given, the Contractor shall assume responsibility for such defects and omissions.
   b. Store products until ready for installation and protect from loss and damage.
   c. Uncrate, assemble and set products in place.
   d. Install products in accordance with manufacturer’s recommendations, instructions and shop drawings under supervision of manufacturer’s representative where specified, supplying labor and material required and making mechanical, plumbing and electrical connections necessary to operate equipment.
   e. Where so specified, installation shall be only by installer approved by manufacturer. If known, approved installer is identified on the Drawings or in the Specifications.
   f. Provide and install backing for all products weighing 20 pounds or more.
   g. Treat all Owner or Vendor supplied products with the same care as all Contractor furnished items.

B. Products Furnished and Installed by University:

1. Contractor prepare; vendor install:
   a. General: Contractor shall coordinate deliveries of vendor-supplied products. Vendor will furnish products to coincide with the construction schedule.
   b. Vendor will:
      1) Furnish standard integral components of products.
      2) Deliver products to site.
      3) Make connections to roughed-in utilities.
   c. Contractor shall:
      1) Receive products at site and give written notice of receipt of each product at time of delivery, noting visible defects.
2) Provide rough-in of utility products in accordance with manufacturer's recommendations, instructions and shop drawings under supervision of the manufacturer's representative where specified.
3) Provide and install backing for all products weighing 20 pounds or more.

PART 3 - EXECUTION

3.1 SURFACE CONDITIONS

A. Inspection:

1. Prior to commencing Work, Contractor shall verify that Work specified in other Sections has been properly completed and installed as specified to allow for installation of all materials and methods required of this Section.

2. Contractor shall verify that new and existing products and conditions are satisfactory for installation or relocation of OFCI products. If unsatisfactory conditions exist, do not commence the installation until such conditions have been corrected.

B. Discrepancies:

1. In the event of discrepancy, Contractor shall immediately notify the University's Representative.

2. Contractor shall not proceed with installation in areas of discrepancy until all such discrepancies have been resolved.

3.2 INSTALLATION

A. Contractor shall relocate and reinstall existing products in accordance with Contract Documents and reviewed shop drawings, original manufacturer's instructions and recommendations if applicable and as directed.

B. Contractor shall install Owner-furnished products in accordance with reviewed shop drawings and manufacturer's printed instructions, as applicable.

3.3 ADJUSTING AND CLEANING

A. Contractor shall adjust products as necessary and as directed by University's Representative.

B. Contractor shall clean all new and relocated OFCI products.

C. Contractor shall protect OFCI products from damage until Contract Completion.

END OF SECTION
THIS PAGE IS INTENTIONALLY BLANK