**09 29 00 - Gypsum Board**  
Standard: 5/8-inch, Type X.

Preference: 5/8-inch, Fire-Rated Mold-Resistant Board (XP Gypsum Board panels) complying with ASTM C 1396, Type X

**09 30 13 - Ceramic Tiling**  
Standard: Grout: Sanded.

Execution: Seal grout, as soon as possible, after grouting is completed. Purpose: To prevent permanent stains from being embedded in grout.

**09 60 00 – Floorings**  
Maintenance Instructions: Provide Manufacturer’s detailed floor finishing and maintenance instructions for each type of flooring – concrete, ceramic tile, carpeting, linoleum, vinyl composition tile, hardwood, terrazzo, etc.

Bid Alternate:  
For areas of high moisture content in concrete, provide binder or other alternate means, acceptable by the manufacturer, to install flooring.

**09 68 00 - Carpeting**  
Standard: Carpet System must meet or exceed the current VOC limits of the Carpet and Rug Institute’s Green Label Indoor Air Quality Test Program.

Maintenance Instructions: Provide Manufacturer’s detailed floor finishing and maintenance instructions.